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Abstract 百leestimation of power system transient stability is more di田cultand great importance because the power 
system becomes larger and larger.τllerefore， the fast stabi1ity estimation to contingency fau1ts isdemanded 
in the power system operation. In this paper， the neural n巴tworktechnique is applied for the fast 
classificatios of system dynamic security status. A suitable topology for the neural network is developed， 
and the appropriate training system method and input and output signals are select巴d.τ'h巴 procedure
developed is successful1y applied to the aEJ羽1ESTI0-generatorsystem and EASTI0-generator system. 











































































発電機 出力[p.u.] 発電機 出力[p.u.]
Gl 13.5 G6 9.0 
G2 9.0 G7 9.0 
G3 9.0 G8 4.5 
G4 9.0 G9 9.0 




負荷 p [p.u.] Q [p.u.] 負荷 p [p.u.] Q [p.u.] 
Ll 12.0 2.438 L12 5.5 1.466 
L2 3.5 0.0 L13 5.5 1.439 
L3 3.5 。。 L14 5.5 1.434 
L4 3.5 。。 L15 5.5 1.437 
L5 3.5 。。 L16 5.5 1.444 
L6 3.5 。。 L17 5.5 1.463 
L7 5.25 0.0 L18 2.75 0.823 
L8 3.5 。。 L19 5.5 1.483 
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無限大骨組(基準母紛
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発電機 出力[p.u.l 発電機 出力[p.u.l
01 。。 G6 9.0 
G2 11.0 G7 9.0 
G3 5.632 G8 4.5 
G4 9.0 G9 9.0 
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負荷 p [p.u.] Q [p.u.] 負荷 P [p.u.l Q [p.u.] 
Ll 5.0 -l.200 L7 5.0 ~~A99J 
L2 10.0 -2.416 L8 5.0 -2.480 I 
L3 10.0 -2.671 L9 5.0 -2.532 
L4 10.0 -2.593 L10 4.0 1.368 
L5 10.0 -2.378 Lll 5.5 l.413 



















































































3 • 2 過震安定瞳推定の異体調









具体的な方法として，故障点を図 1 における Fl~日地
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。 Tf= 70ms T，rip = 200ms 
図19 電源制限のタイムシーケンス
ニューラルネットワークに基づく電力系統の過渡安定度推定 7 
機 G2~G9 のうち 1 機を解列した。電源制限実施後にお 0.6 
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8 愛知工業大学研究報告，第 36号B，平成 13年， Vol目36-B，Mar.2001 
場合，無限大母線から比較的遠方の発電機を解列した場合 文離
において，電源制限効果が得られると言える。 (1) y'Ohura， et al ブ'Developmentof generator tripping 
system for transient stab出tyaugmentation based 




G2 × 。 。
G3 × 。 。
G4 × 。 。
G5 × 。 。
G6 × 。 。
G7 × 。 。
G8 × × 。
G9 × × 。
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